
MPPT Controller Parallel Operation 

 
The MPPT controller has 2 RS485 interfaces, which can be used for communication 

and parallel use, see (Figure 1) 

 
(Figure 1) 

Parallel Connection  

 

(Picture 2) 

 

If user need to monitor multiple controllers, user can set the device addresses of the 

controllers in sequence (1~254) 

Example: If user need to centrally monitor 5 controllers, user can set the device 

addresses of these 5 controllers, they are 1, 2, 3, 4, and 5. 

If user need to realize the simultaneous charging of multiple controllers in the same 

battery pack, user can use the master-slave communication function to set the host 

device address to 255. Other controller device addresses are 1~244. 

 

 

 



Set device address: 

Long press the S button on the screen for 3 seconds to enter the setting state. S02 is 

to set the device address 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

Open the upper computer software to set the device number that needs to be 

monitored 

 


